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A\ PLUMBING PLAN - RESTROOM BUILDING - EXISTING/NEW

\__/ SCALE: 1/4'= 1'-0

GENERAL NOTES

APPROX. LOCATION OF EXISTING HW, CW, AND SEWER LINES CONTRACTOR TO VERIFY
ALL INVERTS, SIZE AND LOCATION. PROTECT IN PLACE.

DRILLING OR CORING THROUGH THE EXISTING CONCRETE STRUCTURAL FLOOR OR ROOF
PLANKS AND MASONRY OR CONCRETE WALLS SHALL ONLY BE DONE AFTER LOCATION
OF EXISTING REINFORCING STEEL OR PRE-STRESSING STRANDS IS IDENTIFIED BY THE
CONTRACTOR.

NOTE THAT EXISTING WORK SHOWN ON THE PLANS IS FROM PREVIOUS ENGINEERING
DOCUMENTS AND FIELD OBSERVATION. ACTUAL CONDITIONS MAY VARY AND THE
CONTRACTOR MUST FIELD VERIFY EXISTING WORK (WHETHER INDICATED ON DRAWINGS OR
NOT) AND MAKE ADJUSTMENTS NECESSARY TO COMPLETE NEW WORK AT NO ADDITIONAL
COST TO THE COUNTY.

PLUMBING CONTRACTOR TO COORDINATE WITH BUILDING MANAGER WHEN CW AND HW
RISERS PIPING IS TO BE SHUT-OFF.

KEY NOTES ¢ )

FLEMING &

Associates, LLC
557 MANONO STREET
HILO, HAWAII

CONNECT NEW 4” S. TO EXISTING 6° S. VERIFY SIZE, LOCATION & INVERT IN FIELD.
CONNECT NEW 4" S. TO EXISTING 4° S. VERIFY SIZE, LOCATION & INVERT IN FIELD.
CONNECT NEW 2" S. TO EXISTING 4" S. VERIFY SIZE, LOCATION & INVERT IN FIELD.
CONNECT NEW 2° C.W. TO EXISTING 2j" C.W.. VERIFY SIZE & LOCATION IN FIELD.
CONNECT NEW 17 C.W. TO EXISTING 1" C.W.. VERIFY SIZE & LOCATION IN FIELD.
CONNECT NEW %" C.W. TO EXISTING 2)" C.W.. VERIFY SIZE & LOCATION IN FIELD.

CONNECT NEW 1" C.W. TO EXISTING 1% CW.. & NEW Y% HMW. TO EXISTING %
HW.. VERIFY SIZE & LOCATION IN FIELD.

REMOVE EXISTING 4" C.0.T.G. & INSTALL NEW 4" F.C.0. FLUSH WITH CONC. WALKWAY.
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FLEMING &

Associates, LLC
557 MANONO STREET
HILO, HAWAII
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CONNECT NEW 4" S. TO EXISTING 6" S. VERIFY SIZE, LOCATION & INVERT IN FIELD.
CONNECT NEW 4" S. TO EXISTING 4" S. VERIFY SIZE, LOCATION & INVERT IN FIELD.
CONNECT NEW 2" S. TO EXISTING 4" S. VERIFY SIZE, LOCATION & INVERT IN FIELD.

CONNECT NEW 2" C.W. TO EXISTING 2);" C.W.. VERIFY SIZE & LOCATION IN FIELD.

CONNECT NEW 1" C.W. TO EXISTING 1) C.W.. VERIFY SIZE & LOCATION IN FIELD.

CONNECT NEW %" CW. TO EXISTING 2% C.W.. VERIFY SIZE & LOCATION IN FIELD.

REMOVE EXISTING 4" C.0.T.G. & INSTALL NEW 4" F.C.0. FLUSH WITH CONC. WALKWAY.

CONNECT NEW %" CW. TO EXISTING 1% CW.. & NEW %" HW. TO EXISTING %’
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